Low-pressure dosing

Bruce Lesikar
Extension Agricultural Engineering Specialist
The Texas A&M University System

A low-pressure dosing system treats wastewater and then pumps it into the soil several times daily. Of the nonstandard drain fields, it is the least expensive to install and operate. The system generally has three components: a series of tanks or compartmented tanks used to settle out and partially treat the wastewater; a pump tank for dosing wastewater to the distribution system; and a system for distributing the wastewater to the soil.

The pump tank houses a pump that discharges wastewater to the distribution system three or four times a day. The distribution system consists of a small pipe with holes drilled in it, laid in narrow 6- to 12-inch-wide trenches.

The pump discharges wastewater to the trenches. Once in the trench, the wastewater seeps into the soil.

The soil provides most of the wastewater treatment. Soil particles filter solids and organic matter from the wastewater. Microbes in the soil break down the solids and kill the bacteria and pathogens in the wastewater.

The sizes of the septic tanks, pump tank and distribution system are based on the number of bedrooms in the house and the type of soil where the distribution system will be placed.

Advantages
For installation and operation, the low-pressure dosing system is the least expensive of the nonstandard distribution systems.
A low-pressure dosing system can be used in clay soils and relatively shallow soils. One foot of soil must be maintained between the bottom of the trench and the restrictive layer or fractured soil. The system can be designed and installed to work on sloping sites.

**Disadvantages**

Low-pressure dosing systems cannot be installed in soils that become saturated during wet periods of the year or in shallow soils.

Two feet of separation is required between the bottom of the trench and the saturated soil layer or groundwater.

Electrical and mechanical components require electricity for operation and replacement when the components break.

**How to keep it working**

- ✅ Pump the septic tanks a minimum of every 2 to 3 years.
- ✅ Inspect the pump and alarm system once a year.

**Figure 2: The low-pressure dosing system distributes wastewater into the soil several times a day.**

- ✅ Flush the distribution lines every 5 years to remove sediment from the lines.

**Estimated costs**

Maintenance costs are about $125 per year based on a 3-year tank pump-out schedule, a 5-year pump replacement schedule, and small electrical usage.

Installation costs range between $3,000 to $10,000, depending on the soil type, house size and other factors.

---

The On-Site Wastewater Treatment Systems series of publications is a result of collaborative efforts of various agencies, organizations and funding sources. We would like to acknowledge the following collaborators:

- Texas State Soil and Water Conservation Board
- Texas On-Site Wastewater Treatment Research Council
- Texas Natural Resource Conservation Commission
- USDA Water Quality Demonstration Projects
- Consortium of Institutes for Decentralized Wastewater Treatment
- USEPA 319(h) Program
- Texas Agricultural Extension Service
- Texas Agricultural Experiment Station
- Texas On-Site Wastewater Association
- USDA Natural Resources Conservation Service

The fact sheet was developed in cooperation with the Houston-Galveston Area Council of Government’s On-site Wastewater Project.

**Texas A&M AgriLife Extension Service**

AgriLifeExtension.tamu.edu

More Extension publications can be found at AgriLifeBookstore.org

Educational programs of the Texas A&M AgriLife Extension Service are open to all people without regard to race, color, sex, disability, religion, age, or national origin.

The Texas A&M University System, U.S. Department of Agriculture, and the County Commissioners Courts of Texas Cooperating.

Produced by Texas A&M AgriLife Communications